The Following Request for Information (RFI) and their accompanying responses are incorporated into this RFP:

Q1. Could you please confirm that the expected scope of supply is what is included in the red dotted line of the single line diagram here attached?

A1. Confirmed, include the Provision to extend the Switchgear and Notes. Refer to RFP Part 10 for the actual descriptions of the requirements.

Q2. The supply will NOT include the erection / installation on site; pls., confirm. INTERGEN will provide for supervision to installation, pre-commissioning, commissioning / start-up and training to CPUC personnel

A2. Confirmed, Refer to RFP Part 10.7 for the actual descriptions of the Installation requirements and part 10.9 for the Field Quality Control include Field Inspection and Testing.